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REGULATION (EU) No 305/2011 OF THE EUROPEAN PARLIAMENT AND OF THE COUNCIL of 9 March 2011 laying down harmonized conditions 
for the marketing of construction products and amending Directive 89/106 / EEC is repealed

UL

Fire resistance tests according to standard ANSI/UL 10C, “Positive
Pressure Fire test of Door Assemblies”, CAN-S104-10, “Positive Pressure
Fire Test of Door Assemblies”
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Pedestrian doors with 1 and/or 2 leaves (active leaf)

ELECTRONIC LOCK FOR PEDESTRIAN DOORS

Mortise lock with 1 locking point, high strength and durability, and
ready for placement in 1 and 2 leaves doors (active leaf).

SATISFACTORY

The materials of the products do not contain or release any type of
dangerous substance at levels higher than the maximums specified in
the European norms of under normal conditions of use.
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TESTS AND CERTIFICATES
REFERENCE: CERRADURA ELECTRÓNICA CAP/01

The texts of this document are for informational purposes only and are
issued under the responsibility of INTHER SYSTEMS EUROPE, S.A, it is
suggested to consult the validity and accuracy thereof.
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